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Westmont, NJ
609-8584800

Plscataway, NJ
9089810550

Carle Place, NY
516-9977251

Manhattan, NY
2122900052

Seattle, WA
2032339007

Ann Arbor, HI
313-668-6810

San Mateo, CA

415-570-5401

Smyrna, GA
4043336066

Greensboro, NC

910-297-1487

Houston, TX

7136863635

Ecology & Environmental
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, October 22, 1996

Ret Number: TX962528

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WB101901GR

LOCATION

-S

APPEARANCE

Brown

Non-Fibrous

Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS

% TYPE

2% Chrysotile

< 1 % Amosite

< 1% Crocidolite

WOW/ASBESTOS

FIBROUS % NONFIBROUS

98% Other

WB101902GR Brown

Non-Fibrous

Homogeneous

Teased 2% Chrysotile

< 1 % Amosite

< 1% Crocidolite

98% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD^

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Relincwished by: (Signature) Dafe /Time Received by: (Signature/ Relinquished by: (Signature) Date /Time Received by: (Signature)

Received by: (Signature)Relinquished by: fsignture) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks

(b) (6)



Westmont, NJ
£09-858-4800

Plscataway. NJ
908-981-0550

Carle Place, NY
516-997-7251

Manhattan, NY
2122900052

Seattle, WA
203-233-9007

Ann Arbor, HI
313-668-6810

S an Mated. CA
415-570-5401

Smyrna, 6A
404-3336066

Greensboro, NC
910-297-1487

Houston, TX
713686-3635 ^4

EMSL
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Wednesday, October 23, 1996

Ref Number: TX962537

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

90

91

APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

ASBESTOS
% TYPE

< 1% Chrysotile
< 1 % Amosite

< 1% Chrysotile
< 1 % Amosite

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270CHAIN OF CUSTODY RECORD

Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by? (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature}

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Piles

Remarks

(b) (6)



Westt.ont.NJ Ptscataway.NJ Car.e P,ace, NY Manhattan, NY SeatUe.WA AnnAroor.M, SanMateo.CA Smyrna,.* Greensboro, NC Ho«s,on,IX
609*58-4800 9089814550 516-997-7251 212-2900052 203-233.9007 313-668-6810 415-570-5401 404-333-6066 910-2971487 713-686-3035

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, October 25, 1996

Ref Number: TX962600

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS102301 MA , ->
~

7

WBS102302MA

WBS102303MA

WBS102304MA

WBS102305MA ft

WBS1023MMA

LOCATION

y

APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Crushed

Teased

Crushed

Crushed

Crushed

Crushed

ASBESTOS
% TYPE

2% Chrysotile
< 1% Amosite

10% Chrysotile
< 1 % Amosite

2% Chrysotile
< 1% Amosite

2% Chrysotile
< 1 % Amosite

2% Chrysotile
< 1 % Amosite

5% Chrysotile
< 1 % Amosite

NONASBESTOS
% FIBROUS % NONFIBROUS

98% Other

90% Other

98% Other

98% Other

98% Other

95% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples



Westmont, NJ
609-858-4800

Plscataway, NJ
908981-0550

Carle Place, NY
516-997-7251

Manhattan, NY
212-290 0052

Seattle, WA
203-233-9007

Ann Arbor, MI
3136686810

San Mateo, CA
415-570-5401

Smyrna, GA
404-333-6066

Greensboro, NO
910-297-1487

Houston, TX

713686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, October 25, 1996

Ret Number: TX962600

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS1023X7MA x-,-,,, ^

WBS1023^8MA

APPEARANCE

Brown
Non-Fibrous
Homogeneous

Brown
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Crushed

Crushed

ASBESTOS
% TYPE

None Detected

< 1% Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

CarlosD. Salmas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM The above test report relates only to the items tested This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

£ 5^Mt.i orv^ oi> 5~LoM e-^A *V *-*(&*

(b) (6)

(b) (6)



-WestmontN, Piscataway NJ Carle Place, NY Manhattan.NY Seatt!e,WA AnnArbor.MI SanMateo.CA Smyrna GA Greensboro, NC Houston, IX
j~4800 71.-0550 5,6-99,725, 2,2,90-0052 203,33-M7 .———«. 41,570,40, 40,333-6066 9,0-297-1487 7,3-686,635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, October 28, 1996

Ret Number: TX962616

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS102401-GR

WBS102402-GR

WBS102403-G

WBS102404-M

APPEARANCE

Brown
Non-Fibrous
Homogeneous

Brown
Non-Fibrous
Homogeneous

Brown
Non-Fibrous
Homogeneous

Brown
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

Teased

ASBESTOS
% TYPE

6% Chrysotile

< 1% Chrysotile
< 1 % Amosite

< 1% Chrysotile

2% Chrysotile

NONASBESTOS
% FIBROUS % NONFIBROUS

2% Glass 92% Other

100% Other

100% Other

98% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

fproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.

(b) (6)



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

PROJ. NO. PROJECT NAME

SAMBH_ERS: (Signature)

STA. NO. DAT£ TIME STATION LOCATION

NO.

OF

CON-
TAINERS

REMARKS

\}o \ <

X y
6

12.
Mv X,

X
+

707.7^ t/
_N,

I/

X
I/

X I/ */

_ Relinquished by: (Signature! D a s /Time Received by: {Signature! Relinquished by: (Signature) Date /T ime I Received by: (Signature)

Relinquished by: (Signature) Date /Time Received by: (Signature! Rei nquished by: (Signature! Date / Time Received by: (Signature)

Relinquished by: (Signature! Date /Time Received for Laboratory by:
(Signature!

Date /Time

Distribution: Original Accompanies Shipment: Copy to Coordinator Fie i F i i = s

(b) (6)

(b) (6)

(b) (6)



Westmont, NJ
6098584800

Piscataway, NJ
908-981-0560

Carle Place, NY
516997-7251

Manhattan, NY
212-290-0052

Seattle, WA
203-3339007

Ann Arbor, Ml
3136686810

San Mateo, CA
415-5705401

Smyrna, GA
404-333-6066

Greensboro, NC
910-297-1487

Houston, IX

713686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, October 29, 1996

Ref Number: TX962626

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS1025-01 MA

WBS1025-02MA

WBS1025-03MA

LOCATION APPEARANCE

Non-Fibrous
Homogeneous

Brown
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

ASBESTOS
% TYPE

1%Chrysotile

2% Chrysotile
< 1 % Amosite

2% Chrysotile
< 1 % Amosite

A/OAMSBESroS
FIBROUS % NONFIBROUS

100% Other

98% Other

98% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

''Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos Thus negative PLM results cannot be
guaranteed Floor tiles and wipes should be tested with either SEM or TEM The above test report relates only to the items tested This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Region 6 OFFICIAL

CHAIN OF CUSTODY RECORD

~7 ]/ fy/
/ ^ /<s 1445 Ross Avenue, Suite 1200

Dallas, Texas 75202-2733

PROJ. NO. PROJECT NAME

STA. NO. DATE

NO.

OF

CON-
TAINERS

REMARKS

OltYd X

X

Relinquished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signawrel Date / Time Received by: (Signature!

/£)-,
Relinquished by: (Signature) Date /Time Received by: (Signature! Relinquished by: (Signature! Date / Time Received by: (Signature)

Relinquished by: ISignatural

Shipped by:

Date /Time Received for Laboratory b>
(Signature)

Date /Time

Airbill Number:

Distribution: White Accompanies Shipment; Pink to Coordinator -ield Files;
Green to Report; Yellow Returns with Warrant

Remarks

(b) (6)



WesUnontNJ „,„,« C-.Fto-.HT —————NT Sea«,e,WA An-A^M, SanMateo.CA Smyn,,GA Greece Hou^TX
609-8584800 908.9814550 5,6-997.725! 212-290-0052 203-233.9007 313468-6810 4,5-570.5401 404-3334*66 910-Z97-1487 713486-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, October 29, 1996

Ret Number: TX962627

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

.WBS1 026-01 MA i VV7

WBS1026-02MA!

WBS1026-03MA

WBS1026-04MA

WBS1026-05MA

WBS1026-06MA 4q<-/

APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

' • Brown
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

V Tan
Non-Fibrous
Homogeneous

Non-Fibrous
Homogeneous

Teased

Teased

Teased

Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1 % Amosite

5% Chrysotile
< 1 % Amosite

2% Chrysotile
< 1 % Amosite

< 1% Chrysotile

Teased : 1% Chrysotile

Tan
Non-Fibrous
Homogeneous

Teased < 1% Chrysotile
< 1 % Amosite

A/CWASBESrOS
FIBROUS % NONFIBROUS

98% Other

95% Other

98% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Cpproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

PROJ. NO. PROJECT NAME

SAMPLERS: (Signature)

DATE TIME STATION LOCATION

NO.

OF

CON-
TAINERS

REMARKS

9-
X-
X

'1C ,,~ •

I/

X

Renqu ished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: IS/gnawret Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by r (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

6-10181

(b) (6)



WesonootNJ PKcataway. NJ Carle Place, NY Manhattan, NT Sea«l.,WA AnnArbor.M SanMateo,CA Smyrna,GA Greensboro, NC Ho«ston,TX
609*584800 908981*50 516-997-7251 212-290-0052 203-233-9007 313-6684B10 415-570-5401 404-333-6066 910-297-1487 713-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Wednesday, October 30, 1996

Ret Number: TX962647

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS1028-01GR

•WBS1028-02GR

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

ASBESTOS
% TYPE

Teased < 1 % Chrysotile

A/OA/ASBESrOS
FIBROUS % NONFIBROUS

100% Other

/ 'Tan
Non-Fibrous
Homogeneous

Teased 2% Chrysotile 98% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.

(b) (6)



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGION 6
First International Bldg., 1201 Elm St.

Dallas, Texas 75270_____•
PROJ. NO.

0^06201
PROJECT NAME

T-ielinfiuished by: (Signature) ata/Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature! ate /Time Received by: (Signature) Relinquished by: (Signature) Date /Time by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks

6-10184

(b) (6)



Car.eP.ace.NY Manh.ttan.NY SeatUe,WA AnnArbor.MI SanMat.o,CA Smyn.a.GA Greensboro, NC Houston,TX

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Thursday, October 31, 1996

Ref Number: TX962662

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS-1029-
01GR

WBS-1029-
02GR

WBS-1029-
03GR

LOCATION

7^

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Crushed

ASBESTOS
% TYPE

< 1 % Chrysotile

MOA/ASBESTOS
FIBROUS % NONFIBROUS

100% Other

Taff
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Crushed

Crushed

< 1 % Chrysotile

< 1 % Chrysotile

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

'Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

^_ 1 r. 1 n



Westmont.NJ Plscataway, NJ Cart.Place.M Manhattan,NY SeatUe,WA AnnArbor.MI SanMateo.CA Smyma.GA Greeasboro, NC Houston.TX
609-858-4800 908-981-0550 516-997-7251 212-290-0052 203-233-9007 313*68-6810 415-570-5401 404.333«K6 910-297-1487 713-686.3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, November 01, 1996

Ref Number: TX962680

POLARIZED LIGHT MICROSCOPY (PLM)

Project: WESTBANK ASBESTOS

SAMPLE
SAMPLE LOCATION APPEARANCE TREATMENT

WBS1030-01 MA Tan (Teased
n, Non-Fibrous
_,  Homogeneous

ASBESTOS
% TYPE

None Detected

WBS1030-02M jTan [Teased

I £/? Non-Fibrous
Homogeneous

None Detected

WBS1030-03M Tan Teased

Non-Fibrous
Homogeneous

< 1%Chrysotile

WBS1030-04MA Tan

Non-Fibrous
Homogeneous

WBS1030-05MA i Jan

Non-Fibrous
Homogeneous

Teased

Teased

< 1 % Chrysotile

< 1% Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.

(b) (6)



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD TW6l&$-&

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

04 rvt r/ /. Q&^ttg'
IQ-———————————————

)ate /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks

6-10106

(b) (6)



P^ataway, NJ Carte P.ace, NY Manhattan.^ Sea«Ue,WA AnnArbor.MI SanMa.eo,CA Smyrna.GA Greensboro. NC Ho»s,oo,TX
609-858-4800 908-981-0550 516-997-7E51 2122904052 203-233-9007 11MMU 415-570.540! 404-333««6 910-297-1487 713*86-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, November 04, 1996

Ref Number: TX962699

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS 103-1-01- i#448
MA

WBS 103-1-02- i#448
MA

WBS 103-1-03- i#449
MA

WBS 103-1-04- #449
MA

WBS 103-1-05- #449
MA

WBS 103-1-06- :#449
MA

APPEARANCE

JTan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

ASBESTOS
% TYPE

Teased

Teased

Teased

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

< 1%Chrysotile
< 1 % Amosite

5% Chrysotile
2% Amosite

4% Chrysotile
< 1 % Amosite

5% Chrysotile
2% Amosite

Teased

Teased

4% Chrysotile
< 1 % Amosite

4% Chrysotile
< 1 % Amosite

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

93% Other

96% Other

93% Other

96% Other

96% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

proved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



WestmonfcNJ Plscataway, NJ Carle Place, NY Manhattan, NJ Seattle, WA
609-858-4800 9089814550 516-997-7251 212-2900052 203-2339007

Ann Arbor, HI
313*68-6810

SanMateo.CA
415-5705401

Smyrna, GA
404-3334066

Greensboro, NC
910297-1487

Houston, TX
713-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, November 04, 1996

Ref Number: TX962699

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS 103-1-07-
MA

LOCATION

#441

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
% TYPE

< 1% Chrysotile
< 1 % Amosite

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

5roved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGION 6
First International Bldg., 1201 Elm St.

Dallas, Texas 75270
PROJ. NO. PROJECT NAME

STA. NO. DATE

CON-
TAINERS

REMARKS

y- I/

O^iKA

/Wr* I/
t/ 6

($00

Relinquished by: (Signature) Date /Time

IW3
Received by: (Signature! Relinquished by: (Signature) Date /Time Received by: /Signature)

'
Relinquished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature}

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remark

6-10107



WestmontNJ PKcataway KJ Car,eP,ace,OT Manbattan,NY S.atU..WA AnnArbor.MI SanMat.o,CA -Smyrna.GA Greensboro,NC Ho«ston,TXiTsio ILL a*™ ztt»M« «w««" «3^>° «5~ •»««" 9i°29r-1487 7i3~
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 05, 1996

Ref Number: TX962740

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS314-01-
MA3

WBS314-02-
MA3

WBS314-03-
MA3

WBS314-04-
MA3

WBS314-05-
MA3

WBS314-06-
MA3

LOCATION

!#314

;#314

!#314

#314

#314

#314

APPEARANCE
T '——

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

ASBESTOS
% TYPE

4% Chrysotile
< 1 % Amosite

2% Chrysotile
< 1% Amosite

20% Chrysotile
2% Amosite

Teased

Teased

Teased

2% Chrysotile
< 1 % Amosite

4% Chrysotile
< 1 % Amosite

10% Chrysotile
< 1 % Amosite

/VGA/ASBESTOS
FIBROUS % NONFIBROUS

96% Other

98% Other

78% Other

98% Other

96% Other

90% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



Car.e r.ac,, NY Mam.attan.NY Seatt,e,WA AnnArnor.MI SanMat,o,CA Smyma.GA Greensboro.NC Hons.on,TX
404,33^ 9,0,̂ ,487

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 05, 1996

Ret Number: TX962740

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS314-07- i#314
MA3

WBS314-08-
MA3

WBS314-09-
MA3

WBS314-10-
MA3

!#314

#314

#314

APPEARANCE

Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

I _ ^__

Tan
Non-Fibrous
Homogeneous

Tan
Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1 % Amosite

4% Chrysotile
< 1 % Amosite

Teased

Teased

5% Chrysotile
< 1 % Amosite

25% Chrysotile
5% Amosite

NONASBESTOS
FIBROUS % NONFIBROUS

98% Other

96% Other

95% Other

70% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

proved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270
PROJ. NO. PROJECT NAME

STATION LOCATION

NO.

OF

CON-
TAINERS

REMARKS

I/

t/

t/ £ -OQ26£27

Relinquished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks ^. , /

r_ -i n 1 i n



WestmontNJ Piscataway, NJ Carle Place, NY Manhattan, NY Seattle, WA
609-858'-i800 908-98W550 5169977E51 212-2900052 203-2339007

Ann Arbor, HI SanHateo, CA
415-570-5401

Smyrna, GA
404-333-6066

Greensboro, NC
910-297-1487

Houston, TX
713^863635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 05, 1996

Ref Number: TX962742

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS569-03-
GR3

WBS569-02-
GR3

WBS620-02-
MA2

LOCATION

569-PILE

569-GRlDS

620

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1 % Amosite

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

< 1 % Chrysotile
< 1 % Amosite

< 1% Chrysotile
< 1 % Amosite

A/OA/ASBESTOS
FIBROUS % NONFIBROUS

98% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

pproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS

Relinquished by: (Signature) Date /Time

It/2-
Received by: (Signature) fj \ 'I Q^ Relinquished by: (Signature)

r. I J*~) ntuiura o
7 Ifi 27 / *^~Rrst International Bldg.. 1201 Elm St.
^ Dallas, Texas 75270 _

Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks

6-10112



WestmontNJ Plscataway, NJ Carte P.ace, NY Manhattan.^ S.attl.,WA AnnArbor.M SanMat.o,CA Smyn,a,GA Gr.ensboro.NC Ho«ston,IX
609-858-4800 908-9814550 516-997-7251 212-290-0052 203-233-9007 313-668*810 415-570-5401 404.333-6066 910-297-1487 713*863635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 05, 1996

Ref Number: TX962759

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTS AN K ASBESTOS

SAMPLE

WBS 622-01
MA1

WBS 622-02
MA1

WBS 622-03
MA1

LOCATION

TRACK 622

TRACK 622

TRACK 622

APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1 % Crocidolite

4% Chrysotile
< 1 % Crocidolite

NONASBESTOS
FIBROUS % NONFIBROUS

98% Other

96% Other

5% Chrysotile
< 1 % Crocidolite

95% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested- This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 120] Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files



Westmont, NJ
609-8584800

Piscataway, NJ
908-9814550

Carle Place, NT
516-9977251

Manhattan, NY
212-2904052

Seattle, WA
203-2339007

Ann Arbor, HI
313-6684810

SanMateo, CA
415570-5401

Smyrna, 6A
404-3334066

Greensboro, NC
910-2971487

Houston, TX
713486-3635 ^1

EMSL
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Thursday, November 07, 1996

Ref Number: TX962789

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE
f

WBS.A9-04-
MA2IX

LOCATION

#449-GRlD 4

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS NONASBESTOS
Yo TYPE % FIBROUS % NONFIBROUS

None Detected ! 100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

roved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

r- 1 n 1 1 /i



WestmontNJ Plscataway, NJ Carle Place, NY Manhattan, NY Seattle, WA Ann Arbor, ffl SanMateo,CA Smyrna, GA Greensboro, NC Houston, TX
908981-0550 516-997-7251 212-29M052 203-2339007 313-668^810 415-570-5401 404-333-6066 910297-1487 713486-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, November 08, 1996

Ret Number: TX962809

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION APPEARANCE

BWS 449-01- TRACK449-GRID-1
MA-2

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

BWS 449-02- TRACK449-GRID-2 , Jan
MA-2

IT,'eased
Non-Fibrous
Homogeneous

BWS 449-03- TRACK449-GRID-3 j Jan
MA~2 Non-Fibrous

Homogeneous

! Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1 % Amosite

2% Chrysotile
< 1 % Amosite

< 1 % Chrysotile
< 1 % Amosite

A/O/V/lSBESrOS
% FIBROUS % NONFIBROUS

98% Other

98% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

pproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270
PROJ. NO. PROJECT NAME

SAMPLE RS:

STA. NO. DATE TIME STATION LOCATION

NO.

OF

CON-
TAINERS

REMARKS

I/

v/

~HK X,

X V

I/

1 i t/

l&o X

ReU-nquished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received byrlSignature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks

6-10115



WestmontNJ Hscataw.y, NJ Car,. P,ace, NY Manhattan, NY S,a«U.,WA AnnArnor.M, SanHa..o,CA Smyrna^GA Greensboro. NC H.nston.IX
6^58-4800 908-98,4550 516.997-7251 2,2.290«52 »»W7 313*68*810 415.570-540, 404-333*066 910.97.1487 7,3*86-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, November 11, 1996

Ret Number: TX962832

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS294-01-
MA1

LOCATION

(#294/295

WBS297/298 #297/298
MA1

WBS449 02
MA2

j#449

APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

(Teased

Teased

Teased

ASBESTOS
% TYPE

< 1% Chrysolite

12% Chrysolite
< 1 % Amosile

1% Chrysolite

NONASBESTOS
% FIBROUS % NONFIBROUS

100%Olher

88% Olher

100%Olher

Commenls: For all obviously heterogeneous samples easily separated inlo subsamples, and for layered samples, each componenl is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

pproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files



WestmontNJ Piscataway, NJ Carle Place, NY Manhattan, NY Seattle,WA AnnArbor.M SanMateo,CA SmymiGA Greensboro. NC Ho«ston,TX

609-858-4800 9089814550 516-997-7251 212-290-0052 203-2339007 3134684810 415570-5401 4043334066 910-297-1487 713-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, November 11, 1996

Ref Number: TX962861

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION APPEARANCE

WBS44601MA1 TRACK 446 GRID , Brown
1

SAMPLE
TREATMENT

Crushed
Non-Fibrous
Homogeneous

WBS62501MA1 TRACK 625 GRID Brown Crushed
Non-Fibrous
Homogeneous

ASBESTOS
% TYPE

< 1 % Chrysotile

< 1 % Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Cpproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement „,

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270
PROJ. NO.

Cl

PROJECT NAME

SAM1ERS: (Signature)

STA. NO. DATE /TIME
0

STATION LOCATION

NO.

OF

CON-
TAINERS

REMARKS

\Lutl
><0//»/H I

Kio A. (,-oolt, 1

ILoL K
-&. %f i?otfa /c

U183W1
It-J? }o Clf

a-?-?
mo

Il-Ql r* 6 £.10

//-a C 'Oo^tn

U=J Gil IO-O9 1*

Relinquished by: .(Signature! Date /Time

II
Received by: (Signature! <?• 2f\

~ '
Relinquished by: (Signature} Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Receivd by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature!

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks

6-10119



WestmontNJ Plsoataway, NJ Carle Place, NY Manhattan, NY Seattle,WA AnnArboMU SanMateo,CA Smyrna,GA Greensboro, NC Honston,TX
609*584800 9089814550 5169977251 212-2904052 203-2339007 313-668^10 415570-5401 404333*066 910297-1487 713-686-3635

SAMPLE

WBS 446 01
MA1

WBS62501
MA1

WBS 569 03
MA2

WBS 622 01
MA2

WBS 446 02
MA1

WBS 449 02
MA2

Ecology & Environment, Inc.
1 1 550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 1 2, 1 996

Ref Number: TX962860

OLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

LOCATION APPEARANCE

iTRACK 446 GRID JTan
j Non-Fibrous
Homogeneous

TRACK 625 GRID ,Tan

Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

'Teased

ASBESTOS
% TYPE

: 1% Chrysotile

TRACK 569 GRID Tan
' 3 Non-Fibrous

Homogeneous

TRACK 622 GRID Tan
1

ITeased

Teased

Teased

< 1% Chrysotile

< 1% Chrysotile
< 1 % Crocidolite

< 1 % Chrysotile
Non-Fibrous
Homogeneous

TRACK 446 GRID Tan
2 Non-Fibrous

Homogeneous

TRACK 449 GRID Tan
2

Teased

Teased
Non-Fibrous
Homogeneous

< 1% Chrysotile
< 1 % Crocidolite

< 1% Chrysotile
< 1 % Crocidolite

A/OA/ASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



WestmontNJ Plscataway, NJ Carle Place, NY Manhattan, NY Seattl.,WA AnnArtor.W SanMat.o,CA Smyrna.GA Greensboro, NC Honston,TX
609*584800 908-981.0550 516.997.7251 2122904)052 203-2339007 3134S68-6810 415-570-5401 404333-6066 910-297-1487 7134186-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 12, 1996

Ret Number: TX962860

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS 297 298 I TRACK 297-298
MA1 GRID 1

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1% Crocidolite

WBS 446 03 ITRACK 446 GRID Tan
MA1 3 Non-Fibrous

Homogeneous

WBS 622 02
MA2

WBS 446 04
MA1

TRACK 622 GRID Tan
2 Non-Fibrous

Homogeneous

TRACK 446 GRID Tan
4

Teased

iTeased

Teased
Non-Fibrous
Homogeneous

< 1% Chrysotile

< 1% Chrysotile

< 1 % Chrysotile
< 1 % Crocidolite

AfOMASBESrOS
% FIBROUS % NONFIBROUS

98% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

foved
'Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.
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ReUnquished by: ,1 'Signature! Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signsturel Date /Time Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks

6-10113



Westmont,MJ Plscataway. IJJ Carle Place, NT Manhattan, NY Seattle, WA
9089814)550 5169977251 212-290W52 203-2339007

Ann Arbor, HI
313-66M810

SanMateo, CA
415570-5401

Smyrna, GA
404333*066

Greensboro, NC
910-2971487

Houston, IX
713686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Wednesday, November 13,

Ref Number: TX962894

19

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS296 03
MA1

LOCATION

I296

APPEARANCE

j Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
'/, TYPE

None Detected

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

'Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



MVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files



I/

WestmontNJ Plscataway, NJ Car,. P,ace, NT Manbattan,NT Seattle,™ AnnArbor.M SanM.teo,CA Smyma.GA Greeasboro, NC Houston,!*
609*8^800 908-98W550 516-997-7251 212-290^52 203-233-9007 313*68*810 415-570-5401 404-333*066 910-297-1487 713*86-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Thursday, November 14, 1996

Ret Number: TX962896

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS29601MA1 296

WBS29602MA1 '296

WBS29603MA1 296

WBS29604MA1 296

, WBS29605MA1 i296

/WBS29606MA1 296

APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

Teased

Teased

Teased

ASBESTOS
% TYPE

None Detected

< 1 % Chrysotile

None Detected

None Detected

None Detected

None Detected

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carles D. Salinas
Analyst

jproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



Car.eP.ace.NY Manb,ttan,NY Seattl.,WA AnnArbor.MI SanM.t.o,CA Smyrna,GA Greensboro, NC Ho«ston,TX

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Thursday, November 14, 1996

Ref Number: TX962896

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS29429501 ^294/295
MA2

WBS56903MA2 569

APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

ASBESTOS
% TYPE %

None Detected

< 1 % Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos LVSalinas
Analyst

'Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files



Westmont, NJ
609-858-4800

Ptscataway, NJ
908-981-0560

Carle Place, NT
5169977251

Manhattan, NY
212-290-0052

Seattle, WA
303-2339007

Ann Arbor, BO
3134684810

San Mateo, CA
415-570-5401

Smyrna, GA
404-333-6066

Greensboro, NC
910-297-1487

Houston, IX
713-686-3635 A

EMSL
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Thursday, November 14, 1996

Ref Number: TX962917

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020607 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS29301MA1T293

APPEARANCE
SAMPLE

TREATMENT

Brown
Fibrous
Homogeneous

Teased

ASBESTOS
% TYPE

20% Chrysotile
2% Crocidolite

NONASBESTOS
% FIBROUS % NONFIBROUS

78% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Cpproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
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REGION 6
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WestmontNJ Hscataway, NJ Car.. Place, NY Manhat»n.NY Seatt..,WA AnnArbor.ffi SanMateo,CA Smyrna,GA Greensboro, NC Ho«ston,TX
609*58-4800 908.9814550 516-997-7251 212-2904052 203.233.9007 313-668.6810 415-570-5401 404-333*066 910-297.1487 71MHMS

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, November 15, 1996

Ref Number: TX962914

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020607 WESTBANK ASBESTOS

LOCATION

'WBS29301MA1 293

WBS29302MA1 293

WBS62101MA1 621

APPEARANCE

Brown
Fibrous
Homogeneous

Brown
Fibrous
Homogeneous

! " ~Brown
Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

ASBESTOS
% TYPE

10%Chrysotile
2% Crocidolite

5% Chrysotile
2% Crocidolite

15% Chrysotile
2% Crocidolite

NONASBESTOS
FIBROUS % NONFIBROUS

88% Other

93% Other

83% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Arthur Herfiandez, Jr.
Analyst

Sproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Region 6 OFFICIAL

CHAIN OF CUSTODY RECORD

REGION 6
1445 Ross Avenue, Suite 1200

Dallas, Texas 75202-2733
PROJ. NO. PROJECT NAME

Reliiwuished by: (Signature) Date /Time Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by Date /Time Received by: (Sig: (Signature) Relinquished by: /Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signaturel

Date /Time

Shipped by: Airbill Number:

Distribution: White Accompanies Shipment; Pink to Coordinator Field Files;
Green to Report; Yellow Returns with Warrant

nn



Wesn.on.NJ way,N, Car,e P.ace, NY «an,,a«an,NY Seatt,e,WA VUu-Arbor.M, SanMa^CA Smyn.a.GA Greensboro, NC Hous,on,TX
5,6-997-725! 2,2-2904052 203-233-9007 IllMMll 415,70-540, 404-3334066 9,0-297-,487 71MH«

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, November 18, 1996

Ret Number: TX962930

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION APPEARANCE

WBS29301MA1 :293 SOIL Tan jTeased
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

WBS29302MA1 293 SOIL

WBS62502MA1 J625

WBS62503MA1 625

Tan
Non-Fibrous
Homogeneous

JTan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

!Teased

ASBESTOS
% TYPE

1%Chrysotile

< 1%Chrysotile

< 1 % Chrysotile

< 1 % Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

^Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.
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ENVIRONMENTAL PROTECTIONL-AGENCY
Region 6 OFFICIAL

CHAIN OF CUSTODY RECORD

REGION 6
Ross Avenue, Suite 1200

Dallas, Texas 75202-2733

Relinquished by: (Signature)

Date /Time Received by: (Signature) ir-Cii
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Relinquished by: (Signature) Received by: (Signature)
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Seattle, WA Ann Arbor, MI SanMateo,CA Smyrna, GA Greensboro, NC Houston, TX

609358-4800 9089814550 516-9977251 212-2904052 203-233-9007 313̂ 68-6810 415-5705401
Westmont, NJ Piscataway, NJ Carle Place, NT Manhattan, NY

404-333-6066 910-297-1487 713686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, November 18, 1996

Ref Number: TX962947

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS068

WBS067

LOCATION APPEARANCE

Grey
Non-Fibrous
Homogeneous

Grey
Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1 % Crocidolite

35% Chrysolite
5% Crocidolite

NONASBESTOS
% FIBROUS % NONFIBROUS

2% Cellulose 96% Other

60% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

pproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.
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REGION 6
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westmont,NJ Plscataway, NJ Carl. Place, NT Manhattan. NY S.attI.,WA AnnArbor.MI SanMateo,CA SmjTna,6A Greensboro, NC Ho«ston,TX
6M-8584800 9089814550 516-997-7251 212-290-0052 203233-9007 313-668-6810 415-570-5401 404-333-6066 910297-1487 713-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 19, 1996

Ret Number: TX962948

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS068

LOCATION

68

WBS06801WE1 !68

WBS06802WE1 168

WBS06803WE1 68

WBS06804WE1 68

WBS06805WE1 68

APPEARANCE

Tan
Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

!Teased

Teased

ASBESTOS
% TYPE

20% Chrysotile
1 % Crocidolite

1% Chrysolite

Teased

!Teased

!Teased

Teased

< 1 % Chrysotile

None Detected

None Detected

None Detected

NONASBESTOS
FIBROUS % NONFIBROUS

79% Other

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.

.1 ..



WestmontNJ Plscataway, NJ Carl. Place, NY Manhattan, NY Seattle,WA AnnArbor.MI SanMateo,CA Smyrn^GA Greensboro, NC Houston,TX
609*58-4800 908-9814550 516-997-725! 212-2904052 203-233-9007 IIMM10 415-570-540! 40«33«>66 910-297-1487 7!3-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 19, 1996

Ret Number: TX962948

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS067

LOCATION

67

WBS06701WE1 67

WBS06702WE1 J67

WBS06703WE1 67

APPEARANCE

Jan
Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

Teased

ASBESTOS
% TYPE

35% Chrysotile
8% Crocidolite

< 1 % Chrysotile

1% Chrysotile

None Detected

NONASBESTOS
FIBROUS % NONFIBROUS

57% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.
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Westmont, NJ
609-858-4800

Piscataway, NJ
908-9814550

Carle Place, NY
516-997-7251

Manhattan, NT
212-2904052

Seattle, WA
203-233-9007

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Ann Arbor, MI
313-668-6810

SanMateo.C*
415-570-5401

Smyrna, GA
4044334066

Greensboro, NC
910-297-1487

Houston, TX
713-686-3635

Wednesday, November 20,

Ret Number: TX962980

19

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS06704WE7 67

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

iTeased

ASBESTOS
% TYPE

None Detected

A/OA/ASBESTOS
FIBROUS % NONFIBROUS

100% Other

WBS06705WE7 67

WBS06706WE7 67

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

None Detected

None Detected

100% Other

100% Other

WBS20201MA1 202 Tan
Non-Fibrous
Homogeneous

Teased None Detected 100% Other

WBS20202MA1 202 Tan
Non-Fibrous
Homogeneous

Teased < 1%Chrysotile 100% Other

WBS20401MA1 ;204 Tan
Non-Fibrous
Homogeneous

Teased None Detected 100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

•n^T

Carlos D. Salinas
Analyst

'Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Region 6 OFFICIAL

CHAIN OF CUSTODY RECORD^

REGION 6
1445 Ross Avenue, Suite 1200

Dallas, Texas 75202-2733
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Relinquished by: (Signature)
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Date /Time

Shipped by:

Received by: (Signature) Relinquished by: (Signature)

Received for Laboratory by:
(Signature)

Date /Time

Airbill Number:
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Green to Report; Yellow Returns with Warrant
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ENVIRONMENTAL PROTECTION AGENCY
Region 6 OFFICIAL

CHAIN OF CUSTODY RECORD

REGION 6
'1445 Ross Avenue, Suite 1200

Dallas, Texas 75202-2733

Relinquished by- (Signature Received by: (Signature) ^r. Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: {Signature}

Shipped by:

Date /Time Received for Laboratory by:
(Signature)

Date /Time

Airbill Number:

Distribution: White Accompanies Shipment; Pink to Coordinator Field Files;
Green to Report; Yellow Returns with Warrant

Remarks

0/1 CO



Pisc.taway.NJ Carl. Place, NY Manhattan, NT Seattle, WA Ann Arbor, MI SanMateo,CA Smyrna, GA Greensboro, NC Houston, TX
609-8584800 9084814)550 516-997-7251 212-2904)052 203233-9007 313*68-6810 415-570-5401 404-3334M66 910-297-1487 713486-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Thursday, November 21, 1996

Ret Number: TX962994

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS291 '291

WBS062

WBS203

062

203

APPEARANCE

Grey
Fibrous
Homogeneous

Grey
Fibrous
Homogeneous

Grey
Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

ASBESTOS
% TYPE

20% Chrysotile
2% Crocidolite

30% Chrysotile
2% Crocidolite

10% Chrysotile
1 % Crocidolite

NONASBESTOS
FIBROUS % NONFIBROUS

78% Other

68% Other

89% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

\pproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.
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JVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Relinquished by: (Signature)

: (Signs

Date /Time Received by: (Signature) 11 ,^0. . relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature)ture Date /Time by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature!

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files



nscatawayNJ Car,e Hace, NY Manhattan, NY I«*.WA AunArbor.M, SanMat.o,CA SByrna,GA Greensboro, NC Houston,™

7o8.a8.Io '

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Thursday, November 21, 1996

Ret Number: TX962995

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020607 WESTBANK ASBESTOS (WITHOUT PREP)

SAMPLE

WBS291 291

SAMPLE
LOCATION APPEARANCE TREATMENT

WBS062

WBS203

062

203

Tan
Fibrous
Homogeneous

Tan
Fibrous
Homogeneous

Tan
Fibrous
Homogeneous

Teased

Teased

Teased

ASBESTOS
% TYPE

32% Chrysotile
2% Crocidolite

39% Chrysotile
2% Crocidolite

8% Chrysotile
1 % Crocidolite

NONASBESTOS
% FIBROUS % NONFIBROUS

66% Other

59% Other

91% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

'— REGION 6
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Relinquihed by: (Signature) Date /Time Received by: (Signature) Its'20. Relinquished by: (Signature) Date /Time Received by: (Signature/

Relinquished by: (Signatd-e) Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

fi-10122



609-858-4800 908.981*50 5,6-997-725, 2,2-290«52 203-233.9007 11MMUI 4,5.570-540,

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, November 22, 1996

Ret Number: TX963013

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS06201WE1 062

WBS06202WE1 062

WBS06203WE1 ,062

WES29101MA1 291

WES29102MA1 291

WES29103MA1 291

LOCATION
SAMPLE

APPEARANCE TREATMENT

Tan Teased
Non-Fibrous
Homogeneous

Tan Teased
Non-Fibrous
Homogeneous

Tan !Teased
Non-Fibrous
Homogeneous

Tan Teased
Non-Fibrous
Homogeneous

Tan Teased
Non-Fibrous
Homogeneous

Tan Teased
Non-Fibrous
Homogeneous

ASBESTOS
% TYPE

None Detected

< 1%Chrysotile

None Detected

< 1%Chrysotile

< 1 % Chrysotile

< 1% Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



Westn-omNJ nscataway.NJ Carte r,ace, NY Haahattan.NY Sea«.e,WA Ann Arbor, MI SanMat,o,CA Sm^GA Greensboro, NC HouStoo,TX
609-858.4800 908.981*50 516-997.7251 212-2904052 203-233.9007 313-668-68W 415-570-5401 404-333«66 910-297-1487 713486-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, November 22, 1996

Ret Number: TX963013

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WES29104MA1 291

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
% TYPE

1%Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

pproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD
TX% REGIONS

First International Bldg., 1201 Elm St.
Dallas, Texas 75270

PROJ. NO. PROJECT NAME

SAMPLERS: (Signature)
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elinijuished by: (Signature) Date /Time*u niz-
Received by:: (Signature), j .f)l-Q// Relinquished by: (Signature! Date /Time Received by: (Signature)

Relinquished by: IStbnatJrei Date /Time ture) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks

5-10125



WestmontNJ Plscataway, NJ Carle Place, NY Manhattan, NT Seattle, WA Ann Arbor, MI SanMateo,CA Smyrna, 6A Greensboro, NC Houston, IX
609-8584800 9089814550 516997-7251 212-290-0052 203-233-9(107 313*8-6810 415-5705401 404-333-6066 910-297-1487 713*863635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 26, 1996

Ref Number: TX963055

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS83901GR1 i839

WBS83902GR1 839

WBS83903GR1 839

WBS839PILE 839

LOCATION APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

Teased

ASBESTOS
% TYPE

< 1 % Chrysotile

< 1% Chrysotile
< 1 % Crocidolite

< 1 % Chrysotile

None Detected

AfCW/>SBESrOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement TM&S

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

* o o



Westn.ont.NJ Piscataway, NJ Car!. Place, NY Manhattan, NY Seattle, WA Ann Arbor, MI SanMateo.CA Smyrna, GA Greensboro, NC Houston, TX
609*58-4800 908-981-0550 516997-7251 212-290-0052 203.233-9007 313*58-6810 415-870-5401 404-333-6066 910-297-1487 713686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, November 26, 1996

Ret Number: TX963056

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS20101MA1 1201

WBS20201MA1 :201
i ' o t - **<

WBS07101WE1 071

WBS07102WE1 |071

WB20301MA1 I203

WB20302MA1 203

LOCATION APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

Teased

Teased

Teased

ASBESTOS
% TYPE

1%Chrysotile

None Detected

None Detected

None Detected

None Detected

None Detected

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

pproved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files



Westmont NJ
609-8584800

Plscataway, NJ
9089814550

Carle Place, NY
516997-7251

Manhattan, NY
212290-0052

Seattle, WA
2032339007

Ann Arbor, MI
3136686810

San Mateo, CA
415-5705401

Smyrna, GA
404333-6066

Greensboro, NC
910-297-1487

Houston, TX >
713-6863635 ^^1

EMSL
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Wednesday, November 27, 19'

Ret Number: TX963078

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS28801MA1 288

WBS28802MA1 288

WBS29001MA1 290

WBS29002MA1 j290

WBS29003MA1 ;290

WBS29004MA1 290

LOCATION APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

Teased

Teased

Teased

ASBESTOS
% TYPE

None Detected

< 1%Chrysotile

< 1% Chrysotile

None Detected

None Detected

< 1% Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



Westmont, NJ
609-8584800

Ptscataway, NJ
9089814550

Carle Place, NY
516-997-7251

Manhattan, NY
212-3904)052

Seattle, WA
EOS-2339007

Ann Arbor, MI
313-668-6810

San Mated, CA
415-5705401

Smyrna, GA
4043336066

Greensboro, NC
910-297-1487

Houston, IX A
713-686-3635 ^^

EMSL
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Wednesday, November 27,

Ret Number: TX963078

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS29005MA1 290

LOCATION APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
% TYPE

< 1% Chrysotile

A/OA/ASBESTOS
FIBROUS % NONFIBROUS

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

c_ 1 m 97



Westmont, NJ
609-8584800

Plscataway, NJ
9089814)550

Carle Place, NY
516-997-7Z51

Manhattan, NT
Z12-290-0052

Seattle, WA
2032339007

Ann Arbor, HI
313-6684*10

SanMateo, CA
415570-5401

Smyrna, GA
4043334066

Greensboro, NC
910-2971487

Houston, IX J

713-686-3635 ^A

EMSL
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Wednesday, December 04,

Ref Number: TX963115

195

POLARIZED LIGHT MICROSCOPY (PLM)

Project: WESTBANK ASBESTOS PROJECT #020601

SAMPLE

WBS291GO5

LOCATION APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
% TYPE

5% Chrysotile
< 1 % Crocidolite

NONASBESTOS
FIBROUS % NONFIBROUS

95% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Region 6 OFFICIAL

CHAIN OF CUSTODY RECORD

REGION 6
1445 Ross Avenue, Suite 1200

Dallas, Texas 75202-2733

uLshed by:

Relinquished b%: (Signature)l

Date /Time

(900
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hipped by:
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(Signature)
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WestmontNJ Plscataway. NJ Carle Place, NY Manhattan, NY Seattle, WA Ann Arbor, MI San Mated, CA Smyrna, 6A Greensboro, NC Houston, TX
609-8584800 9089810550 5169977251 212-290-0052 2032339007 313-668-6810 415-570-5401 404-333-6066 9102971487 713^863635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 06, 1996

Ret Number: TX963126

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

IWBS287G01

LOCATION

1287

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

WBS287G02 287

WBS839G04 839

WBS839G05 ;839

WBS839G06 839

WBS839G07 |839

Tan
Non-Fibrous
Homogeneous
__. _..

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

Teased

Teased

ASBESTOS
% TYPE

None Detected

None Detected

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

None Detected

None Detected

1%Chrysotile

None Detected

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

'Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



Westmont,NJ Plscataway, NJ Carle Place, NY Manhattan, NY Seattle, WA Ann Arbor, MI SanMateo.CA Smyrna, GA Greensboro, NC Houston, TX
609*584800 9089814550 516-9977251 212290-0052 2032339007 313668-6810 415-570-5401 404^33-6066 910297-1487 713-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 06, 1996

Ret Number: TX963126

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS839GO8 839

WBS839GO9 839

WBS839G10 839

LOCATION APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
% TYPE

1%Chrysotile

WBS839G11

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

1 % Chrysotile

None Detected

839

WBS839G12 1839

WBS839G13 839

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Non-Fibrous
Homogeneous

Teased

Teased

Teased

< 1% Chrysotile

< 1% Chrysotile

< 1% Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D.^alinas
Analyst

proved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



WestmontNJ Plscataway, NJ Carle Place, NY Manhattan. NY Seattle,WA AnnArbor.MI SanMateo,CA Smyrna,6A Greensboro, NC Hon5ton,TX
6098584800 908-981-0550 516-9977251 212-2904052 2032339007 313*684810 415-5705401 404-333-6066 910297-1487 7136863635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 06, 1996

Ref Number: TX963126

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS839G14

LOCATION

839

WBS839G15 839

WBS839G16 839

WBS839G17 839

WBS839G18 '839

WBS839G19 I839

APPEARANCE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Teased

Teased

Teased

ASBESTOS
% TYPE

< 1% Chrysotile

< 1 % Chrysotile

< 1% Chrysotile

None Detected

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

None Detected

1% Chrysotile

NONASBESTOS
% FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Arthur Hernandez,
Analyst

foved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



Westmont, NJ
609-858-4800

Plscataway, NJ
908981-0550

Carle Place, NY
516-997-7251

Manhattan. NY
212-290-0052

Seattle, WA
203-233-9007

Ann Arbor, MI
313 6(i8 6810

SanMateo, CA
415-5705401

Smyrna, GA
404-333-6066

Greensboro, NC
9102971487

Houston, IX A
713-6863635 ^^

EMSL
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 06, 1996

Ret Number: TX963126

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS075GO1 175

LOCATION APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

ASBESTOS
% TYPE

Teased None Detected

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Arthur Hternandez, Jr>
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.
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ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
irst International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files



WestmontNJ Plscataway, Si Carle Place, NY Manhattan, OT Seattle, WA Ann Arbor, MI SanMateo,CA Smyrna, SA Greensboro, NC Houston, TX
6098584800 9089814550 5169977251 2122900052 203-2339007 313^68-6810 415-570-5401 404-333-6066 910-297-1487 713^86-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 06, 1996

Ref Number: TX963136

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS287-G-03 287

WBS287-G-04 28724"

WBS287-G-05 287 24"

WBS069-G-01 696"

WBS069-G-02 696"

SAMPLE
APPEARANCE TREATMENT

Tan
Non-Fibrous
Homogeneous

Teased

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

WBS069-G-03 69 SERVITADE 12" Jan Teased
1 Non-Fibrous
Homogeneous

Teased

Teased

Teased

Teased

ASBESTOS
% TYPE %

None Detected

None Detected

< 1%Chrysotile

< 1%Chrysotile

None Detected

3% Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

97% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Arthur Hernandez,
Analyst Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD
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J A
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REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270



Westmont,NJ Plscataway.NJ Carle Place, NY Manhattan, NY i = £ w A n n Arbor, MI SanMat.o,CA sSyrTOTBfeensBorOC «_-.»
609-858-4800 908-981-0550 516-997-7251 212-290-0052 203-233-9007 313-668-6810 415-570-5401 404 -̂6066 910-297-1487 713-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, December 09, 1996

Ref Number: TX963154

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS289 G-01

LOCATION

289l5"~CC>NCRETE

APPEARANCE
SAMPLE

TREATMENT

Tan
Fibrous
Homogeneous

Teased

ASBESTOS
% TYPE

None Detected

WBS289 G-02 J289 4"-6" SOD ! Tan

Fibrous
i Homogeneous

Teased < 1%Chrysotile
< 1 % Crocidolite

WBS289 G-03 1289 6" SOD Tan
Fibrous
Homogeneous

Teased < 1% Chrysolite

/VGA/ASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Arthur Herrtdndez, Jr.
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. Al! "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGION 6
First International Bldg., 1201 E

Dallas, Texas 75270
PROJ. NO.

STA. NO. DATE STATION LOCATION

NO.

OF

CON-
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I/
f ̂

Relinquished by: (Signature) Date /Time Received by: (Signature) Relinquished by: (Signature)

1—— -^———f-\y
ved by: (Signature^)

Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received for Laboratory by:
(Signature)

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks



Piscataway.NJ Carte Place, NY Manhattan, NY
90,98,4550

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Ann Arbor, MI sanMateo,.;*

Tuesday, December 10, 1996

Ref Number: TX963173

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION APPEARANCE
SAMPLE

TREATMENT

WBBS

WBBL

WBS073G01 73 6" Concrete 12" Jan
Servitude Rbrous

I Homogeneous

Sand / Backfill Jan
Fibrous
Homogeneous

Limestone / Backfill Jan
Fibrous

i Homogeneous

Teased

ASBESTOS
% TYPE

None Detected

< 1%Chrysotile

WBS074G01 74 12" Servitude

WBS074G02 i 74 6" Servitude

WBS074G03 74 6" Concrete

Tan
Fibrous
Homogeneous

Tan
Fibrous
Homogeneous

Teased

Teased

< 1%Chrysotile

None Detected

Teased

Tan
Fibrous
Homogeneous

Teased

< 1 % Chrysotile
< 1 % Crocidolite

< 1 % Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Arthur Hernandez, Jr.,
Analyst

froved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD Tl%*>ll3
REGIONS

First International Bldg., 1201 Elm St.
Dallas, Texas 75270

PROJ. NO. PROJECT NAME

SAMPLERS: (Sawre)
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TAINERS

REMARKS
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£/

Jinquished by: (Signature! Date /Time Received by: (Signature) Relinquished by: (Signature! Date /Time Received by: (Signature)

Relinquished b^: ISignatun Date /Time Received by: ISigt&wre) Relinquished by: (Signature! Date /Time Received by: (Signature)

Relinquished by: (Signature! Date /Time Received for Laboratory by:
(Signature!

Date /Time

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files

Remarks
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WestmontNJ Plscataway, NJ Carle Place, NY Manhattan, NT Seattle, WA Ann Arbor, IB SanMateo,CA Smyrna, GA Greensboro, NC Houston, TX
609-858-4800 908-9814)560 5169977251 2123904052 203-233-9007 313-668̂ 10 4155705401 404-333-6066 910-297-1487 713-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Wednesday, December 11 ,19

Ret Number: TX963191

POLARIZED LIGHT MICROSCOPY (PLM)

Project: WESTBANK ASBESTOS

SAMPLE LOCATION APPEARANCE
SAMPLE

TREATMENT

WBS292GO1 292 WALKWAY Tan
SERVITUDE

Teased
Non-Fibrous
Homogeneous

WBS292GO2 292 DRIVEWAY jan

i Non-Fibrous
Homogeneous

Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1 % Crocidolite

: 1% Chrysotile

NONASBESTOS
% FIBROUS % NONFIBROUS

WBS060GO1 i 060 6" CONCRETE | Tan
Non-Fibrous
Homogeneous

Teased 5% Chrysotile
< 1 % Crocidolite

WBS286GO1 286 24" SOIL

WBS286GO2 j286 24" SOIL

WBS286GO3 286 24" SOIL

Tan
Non-Fibrous
Homogeneous

Teased < 1% Chrysotile

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased < 1% Chrysotile

Teased < 1% Chrysotile

98% Other

100% Other

95% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



Westmont, NJ
609-8584800

Plscataway, NJ
908-981-0550

Carle Place, NY
5169977251

Manhattan, NY
212-290-0052

Seattle, WA
203-233-9007

Ann Arbor, MI
313-668-6810

SanHateo, CA
415-570-5401

Smyrna, GA
4043334066

Greensboro, NG
910-297-1487

Houston, TX A
7134863635 ^^

EMSL,
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Wednesday, December 11, 199

Ret Number: TX963191

POLARIZED LIGHT MICROSCOPY (PLM)

Project: WESTBANK ASBESTOS

SAMPLE LOCATION APPEARANCE
SAMPLE

TREATMENT
ASBESTOS

% TYPE

WBS286GO4 286 24" SOIL

WBS286GO5 286 24" SOIL

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

< 1%Chrysotile

< 1%Chrysotile

NONASBESTOS
% FIBROUS % NONFIBROUS

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.
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1445 Ross Avenue, Suite 1200
Dallas, Texas 75202-2733
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WestmontNJ Plscataway, NJ Carle Place, NY Manhattan, NY Seattle, WA Ann Arbor, ffl SanMateo,CA Smyrna, 6A Greensboro, NC Honston,TX
908-981-0550 5169977251 2122904)052 203233-9007 313-668*810 415-570-5401 404-333-6066 910-297-1487 713*86-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 13, 1996

Ret Number: TX963221

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS44401MA1

LOCATION

444 (GRID 1)

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

ASBESTOS
% TYPE

Teased 2% Chrysotile

WBS29301MA1 293

WBS29302MA1 293

Tan
Non-Fibrous
Homogeneous

Teased 1% Chrysotile

Tan
Non-Fibrous
Homogeneous

Teased

WBS29303MA1 293

WBS29304MA1 293

Tan
Non-Fibrous
Homogeneous

2% Chrysotile
1%Crocidolite

Teased

Tan
Non-Fibrous
Homogeneous

Teased

WBS29305MA1 293

5% Chrysotile
< 1 % Crocidolite

2% Chrysotile
< 1 % Crocidolite

Tan
Non-Fibrous
Homogeneous

Teased 2% Chrysotile

NONASBESTOS
FIBROUS % NONFIBROUS

98% Other

100% Other

98% Other

95% Other

98% Other

98% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

""Approved
Signatory



Westmont, NJ
609-858-4800

Plscataway, NJ
9089814550

Carle Place, NY
516-997-7251

Manhattan, NT
212-2900052

Seattle, WA
203-233-9007

Ann Arbor, HI
313-668̂ 810

SanMateo, CA
415-5705401

Smyrna, GA
404333«K6

Greensboro, NC
910-297-1487

Houston, TX .
713-686-3635 ^^

EMSL
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 13, 1996

Ret Number: TX963221

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS29306MA1

LOCATION APPEARANCE
SAMPLE

TREATMENT

ASBESTOS
% TYPE

293 Tan
Non-Fibrous
Homogeneous

Teased 4% Chrysotile
< 1 % Crocidolite

NONASBESTOS
FIBROUS % NONFIBROUS

96% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Sainas
Analyst

approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.
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Office of Enforcement
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Westmont.NJ piscataway, NJ Carle Place, NY Manhattan, NY Seattle,WA AnnArbor.MI SanMateo,CA SmynuGA Greensboro, NC Honston,TX
609-8584800 90898141550 5169977251 212-290-0052 203.233-9007 313-668-6810 415-570-5401 404-333-6066 910-297-1487 7136863635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 13, 1996

Ret Number: TX963223

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS27501MA1 275

LOCATION APPEARANCE
SAMPLE

TREATMENT
ASBESTOS

% TYPE
NONASBESTOS

FIBROUS % NONFIBROUS

WBS27502MA1 275

Tan
Non-Fibrous
Homogeneous

Tan
Fibrous
Homogeneous

Teased

Teased

2% Chrysotile
< 1 % Crocidolite

10% Chrysotile
2% Crocidolite

WBS27503MA1 275

WBS27504MA1 275

WBS44402MA1 i444

WBS44403MA1 ,444

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

4% Chrysotile
< 1% Crocidolite

< 1% Chrysotile

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased 2% Chrysotile

Teased 3% Chrysotile
< 1 % Crocidolite

98% Other

88% Other

96% Other

100% Other

98% Other

97% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.

i...



Westmont, NJ
609-858-4800

Plscataway. NJ
908-9814)550

Carle Place, OT
516-9977251

Manhattan, NY
212-2904052

Seattle, WA
203-2339007

Ann Arbor, HI
313-668̂ 810

SanMateo, CA
415-570-5401

Smyrna, GA
404-333-6066

Greensboro, NC
910297-1487

Houston, TX ,
713-6863635 ^^

EMSL.
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 13, 1996

Ref Number: TX963223

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS26901MA1 269

LOCATION APPEARANCE
SAMPLE

TREATMENT

ASBESTOS
% TYPE

Tan
Non-Fibrous
Homogeneous

Teased < 1 % Chrysotile

A/OA/ASBESrOS
% FIBROUS % NONFIBROUS

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. ̂ alinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Region 6 OFFICIAL

CHAIN OF CUSTODY RECORD

REGION 6
1445 Ross Avenue, Suite 1200

Dallas, Texas 75202-2733

Relinquished by: (Signature) Received by: (Signature) Relinquished by: (Signature)

Relinquished by: [Signature) Relinquished by: (Signature)

Relinquished by: (Signature)

Distribution: White Accompanies Shipment; Pink to Coordinator Field Files;
Green to Report; Yellow Returns with Warrant

R-



Plscataway.NJ Carle Place, NT Manhattan, NY Seattle, WA Ann Arbor, MI SanMateo,CA Smyrna, GA Greensboro, NC Houston, IX
609*84800 9084814550 516-997-7251 212-2904052 203.233.9007 313-668-6810 415.570.5401 404-333.6066 910-297-1487 713*86-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, December 16, 1996

Ret Number: TX963239

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBBS2

WBBL2

WBS19601MA1

LOCATION APPEARANCE
SAMPLE

TREATMENT

ASBESTOS
% TYPE

NONASBESTOS
FIBROUS % NONFIBROUS

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased < 1 % Chrysotile
< 1 % Crocidolite

Tan
Non-Fibrous
Homogeneous

!Teased

Teased

None Detected

2% Chrysotile
< 1 % Crocidolite

WBS19602MA1

WBS19603MA1

WBS27101MA1

Tan
Non-Fibrous
Homogeneous

Teased < 1% Chrysotile

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

< 1% Chrysotile

2% Chrysotile
< 1 % Crocidolite

100% Other

100% Other

98% Other

100% Other

100% Other

98% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salmas
Analyst

^proved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



lontNj Hscataway.NJ Carle Place, NY Manhattan, NT Seattle, WA Ann Arbor, M San Mated, CA Smyrna, 6A Greensboro, NC Houston, TX
6094584800 908-98U)550 5169977251 212290«52 2032339007 313-668^810 415570-5401 404W6066 910-2971487 713^863635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Monday, December 16, 1996

Ret Number: TX963239

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE LOCATION

WBS27102MA1 1-1 (

APPEARANCE
SAMPLE

TREATMENT
ASBESTOS

% TYPE

Tan
Non-Fibrous
Homogeneous

Teased 4% Chrysotile
< 1 % Crocidolite

WBS27103MA1

WBS27104MA1

Tan
Non-Fibrous
Homogeneous

Teased < 1% Chrysotile

NONASBESTOS
% FIBROUS % NONFIBROUS

96% Other

100% Other

Tan
Fibrous
Homogeneous

Teased 35% Chrysotile 65% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or JEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270

Distribution: Original Accompanies Shipment; Copy to Coordinator Field Files



Westmont, NJ
609-858-1800

PiscaUway. NJ
908981-0550

Carle Place, NY
5169977351

Manhattan, NY
212-290-0052

Seattle, WA
203-233-9007

Ann Arbor, HI
313-668-6810

SanMateo. CA
4155705401

Smyrna, GA
4043334066

Greensboro, NC
910-297-1487

Houston, TX
7134863635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, December 17, 1996

Ret Number: TX963264

POLARIZED LIGHT MICROSCOPY (PLM)

SAMPLE LOCATION

WBS27105MA1 271

WBS27106MA1 J271

APPEARANCE

Jan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
% TYPE

NONASBESTOS
FIBROUS % NONFIBROUS

None Detected

Tan
Non-Fibrous
Homogeneous

Teased : 1%Chrysotile

100% Other

100% Other

WBS27107MA1 271

WBS27108MA1 271

WBS27109MA1 !271

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

< 1 % Chrysotile
< 1 % Crocidolite

< 1 % Chrysotile
< 1 % Crocidolite

Tan
Non-Fibrous
Homogeneous

Teased < 1 % Chrysotile
< 1 % Crocidolite

WBS60901GR1 609 Tan
Non-Fibrous
Homogeneous

Teased 2% Chrysotile
< 1 % Crocidolite

100% Other

100% Other

100% Other

98% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



Westmodt,NJ Plscataway.NJ Carle Place, NT Manhattan, NT Seattle, WA Ann Arbor, MI SanMateo,CA Smyrna, 6A Greensboro, NC Houston, IX
609*584800 908-98W550 516-997-7251 212290-0052 203.233-9007 313̂ 68̂ 810 415-570-5401 404J33-6066 910-2971487 713-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, December 17, 1996

Ref Number: TX963264

POLARIZED LIGHT MICROSCOPY (PLM)

SAMPLE LOCATION APPEARANCE
SAMPLE

TREATMENT

WBS60902GR1 J609

WBS31701MA1 1317

WBS31702MA1 J317

WBS31703MA1 317

Tan
Non-Fibrous
Homogeneous

Teased

ASBESTOS
% TYPE

1%Chrysotile

A/OA//JSBESTOS
% FIBROUS % NONFIBROUS

100% Other

Tan
Non-Fibrous
Homogeneous

Teased 2% Chrysotile
< 1 % Crocidolite

Tan
Non-Fibrous
Homogeneous

Teased 2% Chrysotile
< 1 % Crocidolite

Tan
Non-Fibrous
Homogeneous

Teased 2% Chrysotile
< 1 % Crocidolite

WBS30201MA1 302

WBS30202MA1 302

Tan
Fibrous
Homogeneous

Tan
Fibrous
Homogeneous

Teased

Teased

2% Chrysotile
< 1 % Crocidolite

2% Chrysotile

98% Other

98% Other

98% Other

98% Other

98% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



Westmont, NJ
609-8584800

Plscataway, NJ
908-9814550

Carle Place, NY
516997-7351

Manhattan, NY
2122900052

Seattle, WA
2032339007

Ann Arbor, HI
313468^810

San Hateo, CA
415570-5401

Smyrna, 6A
404-333-6066

Greensboro, NC
910-Z971487

Houston, TX 4
713-686-3635 ^^

EMSL
Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Tuesday, December 17, 1996

Ref Number: TX963264

POLARIZED LIGHT MICROSCOPY (PLM)

SAMPLE LOCATION

WBS30203MA1 302

WBS30204MA1 302

WBS93401MA1 934

APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

Tan
Non-Fibrous
Homogeneous

Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1 % Crocidolite

< 1 % Chrysotile
< 1 % Crocidolite

NONASBESTOS
% FIBROUS % NONFIBROUS

98% Other

100% Other

Tan
Non-Fibrous
Homogeneous

Teased 2% Chrysotile
< 1 % Crocidolite

98% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Office of Enforcement

CHAIN OF CUSTODY RECORD

REGIONS
First International Bldg., 1201 Elm St.

Dallas, Texas 75270
PROJ. NO. PROJECT NAME

SAMPLERS: (Sanatu/l
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Sigw
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V Date /Time Received by: (Signature! Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signatu Date /Time Received by: (Signature) Relinquished by: (Signature) Date /Time Received by: (Signature)

Relinquished by: (Signature) Date /Time Received tory by: Date /Time

Distribution: Original Accompanies Shiprn^rfrCopy to Coordinator Field Files

Remarks
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Westmont,NJ Piscataway, NJ Carle Place, NY Manhattan, NT Seattle, WA Ann Arbor, MI SanMateo,CA Smyrna, 6A Greensboro, NC Houston, TX
609-858-4800 908981*50 516-997-7251 2122904)052 203.233-9007 313-668-6810 415-570.5401 404-333.6066 910-297.1487 713-686-3635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Thursday, December 19, 1996

Ret Number: TX963288

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS317GO3 J317

WBS916GO1 |916

IWBS330G01

WBS330GO2 330

LOCATION APPEARANCE
SAMPLE

TREATMENT
ASBESTOS

% TYPE

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Tan
Non-Fibrous
Homogeneous

Teased

Teased

Teased

Teased

< 1 % Chrysotile
< 1 % Crocidolite

< 1% Chrysotile

< 1% Chrysotile

_L _ _ _ _
[ < 1% Chrysotile

< 1 % Crocidolite

NONASBESTOS
% FIBROUS % NONFIBROUS

100% Other

100% Other

100% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos LJ. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.
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Westmont,NJ Plscataway, NJ Carle Place, NY Manhattan, NY Seattle, WA Ann Arbor, Ml SanMateo,CA Smyrna, 6A Greensboro, NC Houston, TX
609-8584800 908-981-0550 5169977251 212-29<H)052 203233-9007 313-668-6810 415-570-5401 404-333-6066 910-297-1487 713-6863635

Ecology & Environment, Inc.
11550 Newcastle Ave. #250
Baton Rouge, LA 70816

Friday, December 20, 1996

Ret Number: TX963314

POLARIZED LIGHT MICROSCOPY (PLM)

Project: 020601 WESTBANK ASBESTOS

SAMPLE

WBS947G01

LOCATION APPEARANCE

Tan
Non-Fibrous
Homogeneous

SAMPLE
TREATMENT

Teased

ASBESTOS
% TYPE

2% Chrysotile
< 1 % Crocidolite

WBS476G01 Tan
Non-Fibrous
Homogeneous

Teased 1% Chrysotile

WOAMSBESrOS
% FIBROUS % NONFIBROUS

98% Other

100% Other

Comments: For all obviously heterogeneous samples easily separated into subsamples, and for layered samples, each component is analyzed separately.
Also, "# of Layers" refers to number of separable subsamples.

Carlos D. Salinas
Analyst

Approved
Signatory

Disclaimers: PLM has been known to miss asbestos in a small percentage of samples which contain asbestos. Thus negative PLM results cannot be
guaranteed. Floor tiles and wipes should be tested with either SEM or TEM. The above test report relates only to the items tested. This report may
only be reproduced in full with written approval by EMSL. The above test must not be used by the client to claim product endorsement by NVLAP
nor any agency of the United States Government. All "NVLAP" reports with NVLAP logo must contain at least one signature to be valid. Laboratory
is not responsible for the accuracy of results when requested to physically separate and analyze layered samples.



ENVIRONMENTAL PROTECTION AGENCY
Region 6 OFFICIAL

CHAIN OF CUSTODY RECORD

REGION 6
1445 Ross Avenue, Suite 1200

Dallas, Texas 75202-2733
PROJ. NO. PROJECT NAME

STA. NO. DATE STATION LOCATION

NO.

OF

CON-
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REMARKS

v/ / -

Relinquished Date /Time Received by: (Signature! \*\ in Q/ Relinquished by: (Signature)

Received by: (Signature)

Date /Time Received by: (Signature)
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